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NOTES:

(THIS SHEET ONLY)

@ REMOVE AND HAUL AWAY IN TS ENTIRETY HPS HEATING STEAM
PIPING. TURN OVER TO VA COTR ALL VALVES AND STEAM TRAP

TAGS THAT ARE NOT REUSED.

@ REMOVE DRIP STATION IN ITS ENTIRETY AND CAP CONDENSATE PIPE

AT MAIN.
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